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DEMOLITION DRAWING NOTES: AMv

REMOVE EXISTING 5-CELL MARLEY-458 COOLING TOWER AND ALL
ASSOCIATED PIPING, SUPPORTS, CONTROLS, FANS, MOTORS AND ALL
ASSOCIATED DEVICES.

REMOVE EXISTING PIPING AND ALL ASSOCIATED DEVYICES INCLUDING
YALVES, FLOW METERS, SUPPORTS, AND CONTROL AIR PIPING. CUT AND
CAP CONTROL AIR PIPING AT MAIN AND TEST FOR LEAKAGE.

REMOVE EXISTING PUMP AND ALL ASSOCIATED PIPING, SUPPORTS,
ELECTRIC POWER AND CONTROLS. REFER TO STRUCTURAL DWGS FOR
WORK RELATED TO THE SUMP PIT.

REMOVE EXISTING 4" C PIPE AS NECESSARY TO INSTALL NEW PIPING AS
SHOWN ON DG. MIOI. FOR CONTINUATION, REFER TO DWG. IMIO3.

REMOVE EXISTING WOODEN STAIR AND SUPPORTS.
EXISTING CH PIPING AND ALL HOSE BIBBS TO REMAIN.

REMOVE EXISTING MUD VALVE IN EXISTING SANITARY PIPE. REPAIR AND
RECONNECT SANITARY PIPING.

REMOVE EXISTING MANHOLE COVER. REFER TO STRUCTURAL DWES.

ABANDON IN PLACE EXISTING UNDERGROUND DOMESTIC WATER (CW)
PIPING.

REMOVE EXISTING 2" ABOVEGROUND DOMESTIC CW (COOLING TOWER
MAKE-UP WATER) PIPING, VALVES, CONTROLS, ALL ASSOCIATED DEVICES
AND HEAT TRACING UP TO THIS LOCATION. CUT AND CAP PIPING FLUSH
WITH THE FLOOR SLAB. TERMINATE CONTROL AIR LINES AT THE MAIN. CUT
AND CAP CONTROL AIR LINE AND TEST FOR LEAKAGE. REMOVE ALL
WIRING AND CONDUIT.

REMOVE EXISTING CWS PIPING (BELOW (E) CWR) TO THIS LOCATION.
REMOVE EXISTING 12" PIPE AND VALVE.

EXISTING 100# AIR PIPING TO REMAIN.

EXISTING JOHNSON CONTROL PANEL TO REMAIN.

REMOVE EXISTING OVERFLOW PIPING. PREFARE FLOOR SLAB AND PIPING
FOR INSTALLATION OF FLOOR DRAIN SHONWN IN DW& MIOI.

REMOVE EXISTING COVER PLATE AND FILL AND PATH OPENING WITH
CONCRETE.

EXISTING 4" COOLING TOWER OVERFLOW PIPING TO REMAIN.

REMOVE EXISTING ABANDONED CONTROL PANEL.

REMOVE 4" COLD WATER PIPING AND ALL ASSOCIATED DEVICES. CUT
AND CAP PIPING FLUSH WTIH THE FLOOR SLAB.

REMOVE EXISTING ELECTRICAL WATER LEVEL SENSOR. REMOVYE ALL
WIRING AND CONDUIT TO THE MAIN PANEL. FILL AND PATCH FLOOR
OPENING TO MATCH EXISTING CONSTRUCTION.

REMOVE 20# CONTROL AIR PIPING TO THE CONTROL VALVE. CUT AND
CAP AT MAIN AND TEST FOR LEAKAGE.

REMOVE |00# CONTROL AIR PIPING TO MAKE-UP WATER VALVE. CUT AND
CAP AT MAIN AND TEST FOR LEAKAGE.

EXISTING PIPE SUPPORT TO REMAIN. REPLACE WOOD INSERT BETIWEEN
PIPE AND PIPE SHIELD.

CLEAN EXISTING SANITARY PIPING (VIA SNAKE) AT LEAST 100 FEET FROM
THIS POINT.

CLEAN EXISTING SANITARY PIPING (VIA SNAKE) AT LEAST 40 FEET FROM
THIS POINT.
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